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R9 Enforcement and Compliance Assurance Division 
PHOTOGRAPH LOG 

 

 
Photograph 2 - File: P3010576.jpg 

View inside Upper Tunnel entrance. The black pipe holds fire suppression liquid.  The white pipe beneath 
provides air ventilation.  

 

 
Photograph 3 - File: P3010577.jpg 

Ladder that is approximately et tall which leads to the top of a Red Hill Bulk Fuel tank.  Ladder is 
used to complete manual tank gauging to determine product level.  
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Photograph 34 - File: P3010608.jpg 

Tank 4 manhole cover and maintenance door.  Note that the bolts do not have washers.  The EPA 
Inspection Team did not observe a gasket between the outer plate and manway hole.  

 

 
Photograph 35 - File: P3010609.jpg 

Tank 2 manhole cover and maintenance door.  Note that the bolts do not have washers.  The EPA 
Inspection Team did not observe a gasket between the outer plate and manway hole.  
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Photograph 38 - File: P3010612.jpg 

Tank 3 manhole cover and maintenance door.  Note that the bolts do not have washers.  The EPA 
Inspection Team did not observe a gasket between the outer plate and manway hole.  

 

 
Photograph 39 - File: P3010613.jpg 

Tank 3 manhole cover and maintenance door.  Note that the bolts do not have washers.  The EPA 
Inspection Team did not observe a gasket between the outer plate and manway hole.  
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Photograph 46 - File: P3010620.jpg 

Tank 7 manhole cover and maintenance door.  Note that the bolts do not have washers.  The EPA 
Inspection Team did not observe a gasket between the outer plate and manway hole.  

 

 
Photograph 47 - File: P3010621.jpg 

Tank 7 manhole cover and maintenance door.  Note that the bolts do not have washers.  The EPA 
Inspection Team did not observe a gasket between the outer plate and manway hole.  
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Photograph 54 - File: P3010628.jpg 

Tank 9 manhole cover and maintenance door.  The manhole cover was fitted with washers and bolts. The 
EPA Inspection Team did not observe a gasket between the outer plate and manway hole.  

 

 
Photograph 55 - File: P3010629.jpg 

Tank 9 manhole cover and maintenance door.  The manhole cover was fitted with washers and bolts. The 
EPA Inspection Team did not observe a gasket between the outer plate and manway hole.  
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Photograph 56 - File: P3010630.jpg 

Tank 9 manhole cover and maintenance door.  The manhole cover was fitted with washers and bolts. The 
EPA Inspection Team did not observe a gasket between the outer plate and manway hole.  

 

 
Photograph 57 - File: P3010631.jpg 

Close-up view of the bolts on the maintenance door of Tank 9.  
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Photograph 60 - File: P3010634.jpg 

Tank 10 manhole cover and maintenance door.  Note that the bolts do not have washers.  The EPA 
Inspection Team did not observe a gasket between the outer plate and manway hole. Duct tape was 

observed between the inner and outer portion of the maintenance door.  
 

 
Photograph 61 - File: P3010635.jpg 
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Tank 10 manhole cover and maintenance door.  Note that the bolts do not have washers.  The EPA 
Inspection Team did not observe a gasket between the outer plate and manway hole. Duct tape was 

observed between the inner and outer portion of the maintenance door.  
 

 
Photograph 62 - File: P3010636.jpg 

Tank 10 manhole cover and maintenance door.  Note that the bolts do not have washers.  The EPA 
Inspection Team did not observe a gasket between the outer plate and manway hole. Duct tape was 

observed between the inner and outer portion of the maintenance door.  
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Photograph 73 - File: P3010647.jpg 

Tank 16 manhole cover and maintenance door.  Note that the bolts do not have washers.  The EPA 
Inspection Team did not observe a gasket between the outer plate and manway hole.  

 

 
Photograph 74 - File: P3010648.jpg 

Tank 16 manhole cover and maintenance door.  Note that the bolts do not have washers.  The EPA 
Inspection Team did not observe a gasket between the outer plate and manway hole. Duct tape was 

observed between the inner and outer portion of the maintenance door.  
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Photograph 87 - File: P3010661.jpg 

View of the Aqueous Film Forming Foam (AFFF) equipment.  This photograph shows where AFFF 
media is mixed with water.   

 

 
Photograph 88 - File: P3010662.jpg 

View of trenching beneath the infrastructure seen in photograph P3010661.  
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Photograph 91 - File: P3010665.jpg 

Zone 1 Sump trench in the Lower Access Tunnel.  
 

 
Photograph 92 - File: P3010666.jpg 

Zone 1 Sump trench in the Lower Access Tunnel.  
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Fuel Oil Reclamation pipe (white) located beneath a trench, located near the Zone 1 Sump trench in the 
Lower Access Tunnel.  During the inspection Facility personnel were unsure what the hole beneath the 

pipe was, or where it drained to.  
 

 
Photograph 95 - File: P3010669.jpg 

Fuel Oil Reclamation pipe (white) located beneath a trench, located near the Zone 1 Sump trench in the 
Lower Access Tunnel.  During the inspection Facility personnel were unsure what the hole beneath the 

pipe was, or where it drained to.  
 



Inspection Date: February 28 –March 4, 2022.  
Facility: JBPHH Red Hill Bulk Fuel Storage Facility 
 

R9 Enforcement and Compliance Assurance Division 
PHOTOGRAPH LOG 

 

 
Photograph 96 - File: P3010670.jpg 

Zone 7 Fuel Oil Reclamation Sump in the Lower Access Tunnel.  
 

 
Photograph 97 - File: P3010671.jpg 

Zone 7 Fuel Oil Reclamation Sump in the Lower Access Tunnel.  
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Photograph 98 - File: P3010672.jpg 

Zone 7 Fuel Oil Reclamation Sump in the Lower Access Tunnel.  
 

 
Photograph 99 - File: P3010673.jpg 

Zone 7 Fuel Oil Reclamation Sump in the Lower Access Tunnel.  
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Photograph 100 - File: P3010674.jpg 

AFFF line. Portions of the AFFF line are metal and PVC.  This image shows the metal portion.  
 

 
Photograph 101 - File: P3010675.jpg 

Low point on AFFF line in the Lower Access Tunnel. Portions of the AFFF line are metal and PVC.  This 
image shows the PVC portion.  
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Photograph 104 - File: P3010678.jpg 

View of trench for the Fuel Oil Reclamation Line in the Lower Access Tunnel that discharges to Tank 
311.  

 

 
Photograph 105 - File: P3010679.jpg 

Soil vapor monitoring location adjacent to Fuel Oil Reclamation Line and trench in the Lower Access 
Tunnel.  
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Photograph 126 - File: P3010700.jpg 

Fuel Oil Reclamation Main Sump, located between Tank 1 and Tank 2 and Adit 3.  
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Photograph 127 - File: P3010701.jpg 

Fuel Oil Reclamation Main Sump.  
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Photograph 130 - File: P3010704.jpg 

Close-up of the sump basin seen in P3010703 in the Lower Access Tunnel.  
 

 
Photograph 131 - File: P3010705.jpg 

Pipes that transfer Fuel Oil Reclamation (FOR) liquid to and from the Fuel Oil Reclamation Main Sump.  
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Photograph 132 - File: P3010706.jpg 

Fuel Oil Reclamation Main Sump.  
 

 
Photograph 133 - File: P3010707.jpg 

Fuel Oil Reclamation Main Sump.  
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Photograph 138 - File: P3010712.jpg 

View of a PVC portion of the AFFF line.  Facility personnel explained that during the November 20, 
2021 release, the low-point drain seen in this photograph was struck and released a mixture of fuel and 

water.  
 

 
Photograph 139 - File: P3010713.jpg 

View of a PVC portion of the AFFF line. Facility personnel explained that during the November 20, 2021 
release, the low-point drain seen in this photograph was struck and released a mixture of fuel and water.  
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Photograph 150 - File: P3020724.jpg 

Fuel Oil Reclamation Tank  
 

 
Photograph 151 - File: P3020725.jpg 

Fuel Oil Reclamation Tank  
 



Inspection Date: February 28 –March 4, 2022.  
Facility: JBPHH Red Hill Bulk Fuel Storage Facility 
 

R9 Enforcement and Compliance Assurance Division 
PHOTOGRAPH LOG 

 

 
Photograph 152 - File: P3020726.jpg 

Adi  groundwater sump.  Facility personnel explained that spilled fuel had discharged into this sump, 
which is located approximately  from the point where fuel was released.   

 

 
Photograph 153 - File: P3020727.jpg 

Adi  groundwater sump.  Facility personnel explained that spilled fuel had discharged into this sump, 
which is located approximately  from the point where fuel was released.   
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Photograph 166 - File: P3020740.jpg 

Groundwater runoff drain in floor in the Lower Access Tunnel.  
 

 
Photograph 167 - File: P3020741.jpg 

Groundwater runoff drain in floor in the Lower Access Tunnel. 
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Photograph 176 - File: P3020750.jpg 

Liquid accumulated beneath fuel pipelines and on floor in the Lower Access Tunnel.  
 

 
Photograph 177 - File: P3020751.jpg 

Drains and liquid accumulated on floor in the Lower Access Tunnel.  
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Photograph 178 - File: P3020752.jpg 

Salt or other crystalline deposits on the wall in the Lower Access Tunnel. 
 

Photograph 179 - File: P3020753.jpg 
Fuel pipelines with evidence of surface corrosion and deterioration in pipeline wrap in the Lower Access 

Tunnel.  
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Photograph 184 - File: P3020758.jpg 

Sump 5 with a ball-float in the Lower Access Tunnel.  
 

 
Photograph 185 - File: P3020759.jpg 

Sump 5 with a ball-float in the Lower Access Tunnel.  
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Photograph 190 - File: P3020764.jpg 

AFFF Retention System in the Lower Access Tunnel.  
 

 
Photograph 191 - File: P3020765.jpg 

AFFF Retention System in the Lower Access Tunnel.  
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Photograph 196 - File: P3020770.jpg 

Photo missing.  
 

View of Underground Pumphouse.  
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Photograph 198 - File: P3020772.jpg 
View of Underground Pumphouse Bilge Draining Area with a ventilation vent.  

 

Photograph 199 - File: P3020773.jpg 
Overview of Underground Pumphouse Pump Room.  
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Photograph 200 - File: P3020774.jpg 

Fuel Oil Reclamation Sump beneath the Underground Pumphouse.  
 

 
Photograph 201 - File: P3020775.jpg 

Fuel Oil Reclamation Sump beneath the Underground Pumphouse.  
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Photograph 202 - File: P3020776.jpg 

Fuel Oil Reclamation Sump beneath the Underground Pumphouse.  
 

 
Photograph 203 - File: P3020777.jpg 

Fuel Oil Reclamation Sump beneath the Underground Pumphouse.  
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Photograph 208 - File: P3030782.jpg 

Fuel Oil Reclamation Sump (Sump 7) located in the in Lower Tunnel.  
 

 
Photograph 209 - File: P3030783.jpg 

Fuel Oil Reclamation Sump (Sump 7) located in the in Lower Tunnel with 5-inches of liquid in the sump.  
Inspectors noted strong petroleum smells in this sump, and the tape measure used in this photograph had 

fuel odors.  
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Photograph 210 - File: P3030784.jpg 

Fuel Oil Reclamation Sump (Sump 7) located in the in Lower Tunnel.  
 

 
Photograph 211 - File: P3030785.jpg 

Fuel Oil Reclamation Sump (Sump 7) located in the in Lower Tunnel.  
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Photograph 212 - File: P3030786.jpg 

Fuel Oil Reclamation Sump (Sump 7) located in the in Lower Tunnel.  
 

 
Photograph 213 - File: P3030787.jpg 

Fuel Oil Reclamation Sump (Sump 7) located in the in Lower Tunnel.  
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Photograph 214 - File: P3030788.jpg 

Fuel Oil Reclamation Sump (Sump 7) located in the in Lower Tunnel.  
 

 
Photograph 215 - File: P3030789.jpg 

Sump in Lower Access Tunnel.  
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Photograph 216 - File: P3030790.jpg 

AFFF Sump near Zone 7 Sump.  
 

 
Photograph 217 - File: P3030791.jpg 

AFFF Sump near Zone 7 Sump.   
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Photograph 218 - File: P3030792.jpg 

AFFF equipment.  
 

 
Photograph 219 - File: P3030793.jpg 

Tank 16 sump.  
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Photograph 220 - File: P3030794.jpg 

Tank 16 sump.  
 

 
Photograph 221 - File: P3030795.jpg 

Tank 16 sump.  
 



Inspection Date: February 28 –March 4, 2022.  
Facility: JBPHH Red Hill Bulk Fuel Storage Facility 
 

R9 Enforcement and Compliance Assurance Division 
PHOTOGRAPH LOG 

 

 
Photograph 222 - File: P3030796.jpg 

AFFF Sump.  
 

 
Photograph 223 - File: P3030797.jpg 

AFFF equipment. 
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Photograph 224 - File: P3030798.jpg 

View of copper pipe used to pump out groundwater from Lower Access Tunnel.  
 

 
Photograph 225 - File: P3030799.jpg 

Underground Pumphouse Sump.  
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Photograph 226 - File: P3030800.jpg 

Underground Pumphouse Sump.  
 

 
Photograph 227 - File: P3030801.jpg 

Underground Pumphouse Sump.  
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Photograph 228 - File: P3030802.jpg 

Underground Pumphouse Sump.  
 

 
Photograph 229 - File: P3030803.jpg 

Underground Pumphouse Sump.  
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Photograph 236 - File: P3030810.jpg 

Oil-water separators at Fuel Oil Reclamation Facility. 
 

 
Photograph 237 - File: P3030811.jpg 

Oil-water separator at Fuel Oil Reclamation Facility. 
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Photograph 238 - File: P3030812.jpg 

Oil-water separator at Fuel Oil Reclamation Facility. 
 

 
Photograph 239 - File: P3030813.jpg 

Sump at Fuel Oil Reclamation Facility used to collect stormwater.  
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Photograph 240 - File: P3030814.jpg 

Oil-water separator at Fuel Oil Reclamation Facility. 
 

 
Photograph 241 - File: P3030815.jpg 

Oil-water separator at Fuel Oil Reclamation Facility. 
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Photograph 242 - File: P3030816.jpg 

Oil-water separator at Fuel Oil Reclamation Facility. 
 

 
Photograph 243 - File: P3030817.jpg 

Manhole cover at Fuel Oil Reclamation Facility. 
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Photograph 244 - File: P3030818.jpg 

View inside Fuel Oil Reclamation Facility, as seen in P3030817.  
 

 
Photograph 245 - File: P3030819.jpg 

View inside Fuel Oil Reclamation Facility sump, as seen in P3030817.  
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Photograph 246 - File: P3030820.jpg 

View inside Fuel Oil Reclamation Facility sump, as seen in P3030817.  
 

 
Photograph 247 - File: P3030821.jpg 

View inside Fuel Oil Reclamation Facility sump, as seen in P3030817.  
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Photograph 248 - File: P3030822.jpg 

View inside Fuel Oil Reclamation Facility sump, as seen in P3030817.  
 

 
Photograph 249 - File: P3030823.jpg 

View inside Fuel Oil Reclamation Facility sump, as seen in P3030817.  
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Photograph 250 - File: P3030824.jpg 

View inside Fuel Oil Reclamation Facility sump, as seen in P3030817.  
 

 
Photograph 251 - File: P3030825.jpg 

View inside Fuel Oil Reclamation Facility sump, as seen in P3030817.  
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Photograph 252 - File: P3030826.jpg 

View inside Fuel Oil Reclamation Facility sump, as seen in P3030817.  
 

 
Photograph 253 - File: P3030827.jpg 

View inside Fuel Oil Reclamation Facility sump, as seen in P3030817.  
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Photograph 254 - File: P3030828.jpg 

View inside Fuel Oil Reclamation Facility sump, as seen in P3030817.  
 

 
Photograph 255 - File: P3030829.jpg 

Rectifier 23.  The reading for Rectifier 23 was VC-15.  The rectifier display was broken at the time of the 
inspection but was still transmitting data.  Rectifier 23 is located near Makalapa Drive and North Road.  
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Photograph 256 - File: P3030830.jpg 

Rectifier 23.  
 

 
Photograph 257 - File: P3030831.jpg 

Rectifier 23.  
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Photograph 258 - File: P3030832.jpg 

Rectifier 23 dial.  
 

 
Photograph 259 - File: P3030833.jpg 

Rectifier 23 labeling.  
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Photograph 260 - File: P3030834.jpg 

Rectifier 23 labeling.  
 

 
Photograph 261 - File: P3030835.jpg 

Truck offloading dump chute near Fuel Oil Reclamation Facility. 
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Photograph 262 - File: P3030836.jpg 

Truck offloading dump chute near Fuel Oil Reclamation Facility. 
 

 
Photograph 263 - File: P3030837.jpg 

Truck offloading dump chute near Fuel Oil Reclamation Facility. 
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Photograph 264 - File: P3030838.jpg 

Truck offloading dump chute near Fuel Oil Reclamation Facility. 
 

 
Photograph 265 - File: P3030839.jpg 

Exterior view of truck offloading dump chute near Fuel Oil Reclamation Facility. 
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Photograph 266 - File: P3030840.jpg 

Rectifier labeling.  
 

 
Photograph 267 - File: P3030841.jpg 

Rectifier equipment.  
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Photograph 274 - File: P3030848.jpg 
Rectifier interior at Hickam Airfield.  

 

 
Photograph 275 - File: P3030849.jpg 
Rectifier exterior at Hickam Airfield.  
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Photograph 276 - File: P3030850.jpg 

Leaking valve in the Diamond Head Pump House,  
 

 
Photograph 277 - File: P3030851.jpg 
Diamond Head Product Recovery Tank.  
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Photograph 278 - File: P3030852.jpg 
Diamond Head Product Recovery Tank.  

 

 
Photograph 279 - File: P3030853.jpg 
Diamond Head Product Recovery Tank.  
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Photograph 282 - File: P3030856.jpg 

Ewa Product Recovery Tank Spill Bucket.  
 

 
Photograph 283 - File: P3030857.jpg 

Ewa Product Recovery Tank Spill Bucket Cover. 
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Photograph 284 - File: P3030858.jpg 
Leaking valve in the Ewa Pump House. 

 

 
Photograph 285 - File: P3030859.jpg 
Leaking valve in the Ewa Pump House. 
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Photograph 286 - File: P3030860.jpg 
Leaking valve in the Ewa Pump House. 

 

 
Photograph 287 - File: P3030861.jpg 
Leaking valve in the Ewa Pump House. 
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Photograph 288 - File: P3030862.jpg 
Leaking valve in the Ewa Pump House. 

 

 
Photograph 289 - File: P3030863.jpg 
Leaking valve in the Ewa Pump House. 
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Photograph 296 - File: P3030870.jpg 

 Hydrant Pit.  
 

 
Photograph 297 - File: P3030871.jpg 

 Hydrant Pit with accumulated liquid.  
 

(b) (3) (A)

(b) (3) (A)



Inspection Date: February 28 –March 4, 2022.  
Facility: JBPHH Red Hill Bulk Fuel Storage Facility 
 

R9 Enforcement and Compliance Assurance Division 
PHOTOGRAPH LOG 

 

 
Photograph 298 - File: P3030872.jpg 

 Hydrant Pit with accumulated liquid.  
 

 
Photograph 299 - File: P3030873.jpg 

 Hydrant Pit with accumulated liquid.  
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Photograph 300 - File: P3030874.jpg 

 Hydrant Pit.  
 

 
Photograph 301 - File: P3030875.jpg 

 Hydrant Pit.  
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Photograph 302 - File: P3030876.jpg 

 Hydrant Pit.  
 

 
Photograph 303 - File: P3030877.jpg 

High Point Valve   
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Photograph 306 - File: P3030880.jpg 

 Hydrant Pit.  
 

 
Photograph 307 - File: P3030881.jpg 

 Hydrant Pit with accumulated liquid.  
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Photograph 308 - File: P3040882.jpg 

Overview of Fuel Oil Reclamation Facility.   
 

 
Photograph 309 - File: P3040883.jpg 

Duplicate photo of P3040882.  Duplicate caused by camera error.  
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Photograph 310 - File: P3040884.jpg 

Duplicate photo of P3040882.  Duplicate caused by camera error.  
 

 
Photograph 311 - File: P3040885.jpg 

Duplicate photo of P3040882.  Duplicate caused by camera error.  
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Photograph 312 - File: P3040886.jpg 

Duplicate photo of P3040882.  Duplicate caused by camera error.  
 

 
Photograph 313 - File: P3040887.jpg 

Duplicate photo of P3040882.  Duplicate caused by camera error.  
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Photograph 314 - File: P3040888.jpg 

Duplicate photo of P3040882.  Duplicate caused by camera error.  
 

 
Photograph 315 - File: P3040889.jpg 

Duplicate photo of P3040882.  Duplicate caused by camera error.  
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Photograph 316 - File: P3040890.jpg 

Duplicate photo of P3040882.  Duplicate caused by camera error.  
 

 
Photograph 317 - File: P3040891.jpg 

Duplicate photo of P3040882.  Duplicate caused by camera error.  
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Photograph 318 - File: P3040892.jpg 

Duplicate photo of P3040882.  Duplicate caused by camera error.  
 

 
Photograph 319 - File: P3040893.jpg 

Duplicate photo of P3040882.  Duplicate caused by camera error.  
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Photograph 320 - File: P3040894.jpg 

Duplicate photo of P3040882.  Duplicate caused by camera error.  
 

 
Photograph 321 - File: P3040895.jpg 

Duplicate photo of P3040882.  Duplicate caused by camera error.  
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Photograph 322 - File: P3040896.jpg 

Additional view of Fuel Oil Reclamation Facility.  
 

 
Photograph 323 - File: P3040897.jpg 

Additional view of Fuel Oil Reclamation Facility.  
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Photograph 324 - File: P3040898.jpg 

Duplicate photo of P3040896.  Duplicate caused by camera error.  
 

 
Photograph 325 - File: P3040899.jpg 

Duplicate photo of P3040896.  Duplicate caused by camera error.  
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Photograph 326 - File: P3040900.jpg 

Duplicate photo of P3040896.  Duplicate caused by camera error.  
 

 
Photograph 327 - File: P3040901.jpg 

Duplicate photo of P3040896.  Duplicate caused by camera error.  
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Photograph 328 - File: P3040902.jpg 

Duplicate photo of P3040896.  Duplicate caused by camera error.  
 

 
Photograph 329 - File: P3040903.jpg 

Additional view of Fuel Oil Reclamation Facility.  
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Photograph 330 - File: P3040904.jpg 

Duplicate photo of P3040903.  Duplicate caused by camera error.  
 

 
Photograph 331 - File: P3040905.jpg 

Duplicate photo of P3040903.  Duplicate caused by camera error.  
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Photograph 340 - File: P3040914.jpg 

View of printed records available during the inspection.   
 

 
Photograph 341 - File: P3040915.jpg 

View of printed records available during the inspection.   
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Photograph 342 - File: P3040916.jpg 

View of printed records available during the inspection.   
 

 
Photograph 343 - File: P3040917.jpg 

View of printed records available during the inspection.   
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Photograph 344 - File: P3040918.jpg 

View of printed records available during the inspection.   
 

 
Photograph 345 - File: P3040919.jpg 

View of printed records available during the inspection.   
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Photograph 346 - File: P3040920.jpg 

View of printed records available during the inspection.   
 

 
Photograph 347 - File: P3040921.jpg 

View of printed records available during the inspection.   
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Photograph 352 - File: P3040926.jpg 

View of printed records available during the inspection.   
 

 
Photograph 353 - File: P3040927.jpg 

View of printed records available during the inspection.   
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Photograph 354 - File: P3040928.jpg 

View of printed records available during the inspection.   
 

 
Photograph 355 - File: P3040929.jpg 

View of printed records available during the inspection.   
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Photograph 356 - File: P3040930.jpg 

Duplicate photo of P3040929.  Duplicate caused by camera error.  
 

 
Photograph 357 - File: P3040931.jpg 

Duplicate photo of P3040929.  Duplicate caused by camera error.  
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Photograph 358 - File: P3040932.jpg 

Duplicate photo of P3040929.  Duplicate caused by camera error.  
 

 
Photograph 359 - File: P3040933.jpg 

Duplicate photo of P3040929.  Duplicate caused by camera error.  
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Photograph 360 - File: P3040934.jpg 

Duplicate photo of P3040929.  Duplicate caused by camera error.  
 

 
Photograph 361 - File: P3040935.jpg 

Duplicate photo of P3040929.  Duplicate caused by camera error.  
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Photograph 362 - File: P3040936.jpg 

Duplicate photo of P3040929.  Duplicate caused by camera error.  
 

 
Photograph 363 - File: P3040937.jpg 

Duplicate photo of P3040929.  Duplicate caused by camera error.  
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Photograph 394 - File: P3040968.jpg 

View of printed records available during the inspection.   
 

 
Photograph 395 - File: P3040969.jpg 

View of printed records available during the inspection.   
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Photograph 404 - File: P3040978.jpg 

View of printed records available during the inspection.   
 

 
Photograph 405 - File: P3040979.jpg 

View of printed records available during the inspection.   
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Photograph 406 - File: P3040980.jpg 

View of printed records available during the inspection.   
 

 
Photograph 407 - File: P3040981.jpg 

View of printed records available during the inspection.   
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Photograph 408 - File: P3040982.jpg 

View of printed records available during the inspection.   
 

 
Photograph 409 - File: P3040983.jpg 

View of printed records available during the inspection.   
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Photograph 410 - File: P3040984.jpg 

View of printed records available during the inspection.   
 

 
Photograph 411 - File: P3040985.jpg 

View of printed records available during the inspection.   
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Photograph 412 - File: P3040986.jpg 

View of printed records available during the inspection.   
 

 
Photograph 413 - File: P3040987.jpg 

View of printed records available during the inspection.   
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Photograph 414 - File: P3040988.jpg 

View of printed records available during the inspection.   
 

 
Photograph 415 - File: P3040989.jpg 

View of printed records available during the inspection.   
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Photograph 416 - File: P3040990.jpg 

View of printed records available during the inspection.   
 

 
Photograph 417 - File: P3040991.jpg 

View of printed records available during the inspection.   
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Photograph 418 - File: P3040992.jpg 

View of printed records available during the inspection.   
 

 
Photograph 419 - File: P3040993.jpg 

View of printed records available during the inspection.   
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Photograph 420 - File: P3040994.jpg 

View of printed records available during the inspection.   
 

 
Photograph 421 - File: P3040995.jpg 

View of printed records available during the inspection.   
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Photograph 422 - File: P3040996.jpg 

View of printed records available during the inspection.   
 

 
Photograph 423 - File: P3040997.jpg 

View of printed records available during the inspection.   
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Photograph 424 - File: P3040998.jpg 

View of printed records available during the inspection.   
 

 
Photograph 425 - File: P3040999.jpg 

View of printed records available during the inspection.   
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Photograph 426 - File: P3041000.jpg 

View of printed records available during the inspection.   
 

 
Photograph 427 - File: P3041001.jpg 

View of printed records available during the inspection.   
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Photograph 428 - File: P3041002.jpg 

View of printed records available during the inspection.   
 

 
Photograph 429 - File: P3041003.jpg 

View of printed records available during the inspection.   
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Photograph 432 - File: P3041006.jpg 

View of printed records available during the inspection.   
 

 
Photograph 433 - File: P3041007.jpg 

View of printed records available during the inspection.   
 
 




